SUGGESTED PIPING DIAGRAM
STEAM SIDE PIPING TO SINGLE EXCHANGER COBREX UNITS
( Configurations 1, 2, 3 and 5)

- Manual Steam Shutoff Valve
- Y-Strainer with Blowdown
- Steam Pressure Regulator (for supply steam > 15 psi)
- Float & Thermostatic Steam Trap
- Check Valve
- Cobrex Exchanger
- To Condensate Receiver
- Main Float & Thermostatic Steam Trap
- Optional Sub-Cooler
- Check Valve
- Pipe to Vented Condensate Receiver. Do not attempt to lift condensate.

Dashed lines indicate items that are field installed. Components can be ordered separately from PVI.
Unions required for servicing are not shown.