Piping Guideline for one Conquest® or Power VTX® Water Heater

Refer to installation manual for complete details.

Pipe T&P valve to drain with no shut off valves or restrictions in the line; or per local code requirements.

T&P VALVE

WATER HEATER 1

DRAIN VALVE

CONDENSATE DRAIN LINE WITH NEUTRALIZER

FLOOR DRAIN

COLD INLET

EXP. TANK

BUILDING CIRCULATOR ~ 5 gpm

BUILDING RETURN

MIXING VALVE

refer to valve manufacturer’s piping instructions

TEMPERED TO BUILDING

HOT OUTLET

PV 8410   06-2016

PVI Industries, LLC
Engineered Water Heating Solutions®
www.pvi.com
Fort Worth, TX • 800-784-8326